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A B S T R A C T
Power system researches are mainly focused in enhancing the available power capacities of the existing
transmission lines. But still, no prominent solutions have beenmade due to several factors that affect the
transmission lines which include the length, aging of the cables and losses on generation, transmission
and distribution etc. This paper exploited the integration of static synchronous compensator (STATCOM)
and superconducting magnetic energy storage (SMES) which is then connected to existing power trans-
mission line for enhancing the available power transfer capacity (ATC). STATCOM is power electronic voltage
source converter (VSC) which is connected to the transmission system for shunt reactive power and
harmonics compensation. SMES is a renowned clean energy storage technology. Feasibility of the pro-
posed power system can control the real as well as reactive power flow independently between the
transmission lines and STATCOM-(SMES) units. Complete proposed power system is implemented in nu-
merical simulation software (Matlab/Simulink) and its performance is validated based on obtained
investigation results.
© 2016, Karabuk University. Publishing services by Elsevier B.V.
1. Introduction
Today’s demands in power sector lies on proper planning which
improve the Available Power Transfer Capacity (ATC) of the exist-
ing transmission lines and avoid drastic blackouts. In such congestion
management, the Flexible AC Transmission System (FACTS) con-
trollersplay avital role. Among theFACTS controllers, STATCOM(static
compensator) is themost prominent choice for reactive power flow
and harmonic control in the transmission grid system [1–3]. It con-
sists of a three-phase voltage source converter (VSC) connected in
shuntwith the transmission line through a step-up transformer and
adc link capacitor as shown inFig. 1. Shunt connectedVSC (STATCOM)
inject current vector into the transmission line in such away tomain-
tain the voltage across the dc capacitor which is always constant. It
means that the continuous reactive power compensation had been
done with limited real power compensation [2–4].
The integration of an electrical energy storage system and the
power system security improved by storing excess energy during
the off-peak load periods [5]. Even though the super conducting phe-
nomena was developed in 1911, the application in electric energy
storage systemwas proven by adequate research articles from 1970.
Energy storage systems such as Pumped Storage Hydroelectric
System (PSHS), Battery Energy Storage System (BESS) and Super-
conducting Magnetic Energy Storage (SMES) are available. Among
these topologies the SMES finds attraction due to its fast response
and highly efficient performances (95%) [6]. The main limiting factor
of SMES is its operating temperature, which decides the cost and
operating conditions of the superconductor. The SMES unit may add
a tremendous amount of spinning reserve capacity with low cost
when it is connected to the power system. Under the circum-
stance, when SMES is disconnected by the breaker switch, still it
is possible to provide continuous rated capacity of VAR to the power
system by the STATCOM operation alone [7–11] with increased se-
curity level. Nowadays due to the availability of Low Temperature
Superconductors, research is moving towards the development of
High Temperature Superconductor (HTS). The SMES unit adds a tre-
mendous amount of spinning reserve energy flow capacity to the
grid through VSCs at low cost. But the main limiting factor of SMES
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is its operating temperature, which decides the cost and operat-
ing conditions by the superconductors [7,9,10].
Considering the above facts, this research work develops ATC
system based on integration of STATCOM and SMES to increase
the power transfer capacity for the grid security and controlled
operation shown in Fig. 2. The paper work is organized as follows:
the basic concepts and operating principle of STATCOM with
SMES integration are explained in section 2. Real power control
compensation and enhancement of power system security are
developed using numerical simulation software (Matlab/Simulink)
which is given in section 3. Set of numerical simulation results are
provided and explained in section 3 to validate the proposal of
ATC. Finally, the conclusion of this paper work is presented in
section 4.
2. Principle operation of STATCOM and SMES integration
The block diagram of STATCOMwith SMES unit is shown in Fig. 2.
STATCOM is controlled by standard synchronous reference control-
ler, where the reference signal is obtained by comparing the d and
q axis voltages, which are derived through the PI controller process
on the d and q axis component of the line currents [12–14]. The re-
quired current vector is determined by comparing Vdc (dc link
voltage) and Vs (system source voltage) with Vdcref (dc reference
voltage) and Vsref (system reference voltage at the point of
connection) respectively. The real power flow which is transferred
from the sending end to receiving end (assuming Vs = Vr,) is given
by the equation below [12,15,16]:
P
V
Xs L
1
2
= ( )sin δ (1)
where,
Vs is the magnitude of sending end voltage,
Vr is the magnitude of receiving end voltage,
Vc is the compensation voltage of the converter,
δ is the phase difference between the sending and receiving end
voltages.
If the phase angle between the sending end and receiving end
are ±δ 2, then there is no absorption or generation of active
power but merely reactive power is compensated. For instance, if
the phase difference is not equal to δ/2, for small interval of time
the STATCOM compensates the real power flow. Now, the power
transferred to the receiving end is given by the equation below
[12,15,16]:
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From Eqs. 1 and 2with STATCOM, the real power transferred from
sending to receiving end is improved to a great extent, since 2
2
sin
δ⎛
⎝⎜
⎞
⎠⎟
is always greater than sin δ( ) and where δ range between 0 and 2π.
Therefore, the maximum real power and reactive power at receiv-
ing end are given by:
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Suppose, when the real and reactive power is constant, then
power flow is the function of V, X and power angle alone, which is
the phase difference between sending end and receiving end volt-
ages. Meanwhile, if the sending end voltages and receiving end
voltages are equal, then the power flow control is governed only
by the δ phase angle. To ensure good voltage profile with stability,
reactive power should be compensated i.e.:
Fig. 1. Schematic circuit of static compensator (STATCOM) showing shunt compen-
sation voltage source converter (VSC) integrated with transmission line.
Fig. 2. Schematic circuit of proposed power system with available power transfer capacity enhancement by integrating STATCOM and SMES.
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S P jQ= + (5)
where S, P and Q are complex, real, and reactive powers.
The location of STATCOM is an important criterion which had
proven that the midpoint in the transmission line is the optimal
solution and the same consideration taken in this work [13,14].
When the voltage at the point of connection is more than STATCOM
voltage, then the current will flow from the sending end to VSC
i.e. acting as inductor to absorb the reactive power. Similarly,
when the STATCOM voltage is higher than sending end, then the
current flows from VSC to the system i.e. acting as capacitor for
delivering reactive power to the system. This action can be easily
controlled by modulating the gate pulse of the VSC, a standard
SPWM modulation technique is adapted in this investigation. In
Fig. 2 by applying Kirchhoff’s voltage law for the loop, the com-
plete mathematical model of STATCOM is obtained as given below
[15]:
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The design of superconductor is complex and some important
points need to be considered for a stable, reliable operation and eco-
nomic design of coil, such as:
(i) Configuration,
(ii) Energy capacity,
(iii) Structure,
(iv) Temperature and
(v) Energy to mass ratio.
Network consists of high speed bypass switches which serves
for below conditions:
(i) When the coil is on standby, it is used to reduce energy losses,
(ii) If the utility tie is lost, it is used to by-pass dc coil current,
(iii) If the cooling is lost, it is used to protect the coil [7,10,11].
For instant, to store/release required amount of electric energy
in magnetic field more segments are designed, i.e. for high power
rating the superconductors are configured in multi-segments coil
given in Fig. 3. When the breaker switch is closed, the SMES unit
is temporarily disconnected from the system. When the breaker
switch is opened the current flows into the multi-segment coil and
the electrical energy is stored through the dc-dc chopper from the
dc link. This energy can be retrieved by controlling the average
voltage across the coil which in turn is controlled by the duty cycle
of the chopper. Therefore, the two quadrant dc-dc chopper acts as
an interface between SMES and dc link which is actually shown in
Fig. 2. If the duty cycle is >0.5, the average voltage across the su-
perconductor will increase and charging of coil will start, and power
will flow from the power system network to SMES. On the other
hand if the duty cycle is <0.5, the average voltage across the
Fig. 3. Schematic circuit of superconducting magnetic energy storage (SMES) with protection units.
Fig. 4. Simulation results describe the P–Q (active–reactive power) setting under
designed test conditions. Voltage control mode of STATCOM (a) without SMES, (b)
with SMES. Voltage fluctuation in the supply side (c) with STATCOM, (d) with
STATCOM-SMES.
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superconductor will decrease and power will flow from SMES to
power system network. Hence, by controlling dc current through
the coil, it is possible to absorb/inject reactive power from/to the
utility grid, i.e. average voltage across the superconductor which is
actually decided by the duty cycle of thechopper.
3. Numerical simulation tests verification
Complete model of the proposed ATC based STATCOM–SMES is
numerically implemented in Matlab/Simulink software for a stan-
dard test power system [16] which is shown in Fig. 2 with sampling
period of μ and investigated under different designed conditions.
Fig. 4(a) and (b) shows the P–Q (active–reactive power) settings for
the first investigation test at sending end terminal (generator side).
This test was performed to understand the behavior of the ATC, if
the STATCOM integrated with (case one) and without SMES (case
two) to the power system circuit, where STATCOMworks as a voltage
control mode. It is observed that the voltage regulation is perfect
in the first case (Fig. 4a) than the second case (Fig. 4b), this is due
to effect of charging the super conducting coil by the STATCOM
current. But the important factor to be noted in second case is that
the reactive power setting Q was much compensated when com-
pared to first case. It is clearly confirmed in Fig. 4(b) that this
compensation is used for charging the SMES from the power system
through STATCOM.
Second investigation test was performed to understand the be-
havior of the ATC if there is voltage fluctuation at the sending end
(generator side) when STATCOM integrated with (case one) and
without SMES (case two) to the power system circuit. Correspond-
ingly, Fig. 4(c) and (d) shows the P–Q (active–reactive power) settings
at sending send terminal (generator side). For this purpose gener-
ator was programmed for variable three-phase voltage source 1, 0.9,
1, 1.01 p.u. at 0, 0.2, 0.3, 0.4 sec respectively. In case one, the STATCOM
is ineffective, since active power is not controlled as expected with
system voltage fluctuations. That is the VSC absorbs the reactive
power (almost constant) which can be confirmed in Fig. 4(c) irre-
spective of losing active power. But in case two, STATCOM proves
the effectiveness when SMES is integrated to it which is shown in
Fig. 4(b). In case of system voltage fluctuations, the STATCOM–
SMES maintain the active power almost constant to power system.
Whereas SMES charges (absorbs reactive power) and enhance the
active power (reactive injecting) to power system, hence ATC is
guaranteed.
Further, to show the insight technical verifications about the pro-
posed power system, the following investigation results are
presented. The point of connection of STATCOM to the system is the
vital point. It is found that the middle point is the optimal loca-
tion in terms of observing the line current and voltage variation at
the sending end, middle point and receiving end of the transmis-
sion line which are shown in Fig. 5.
In Figs. 6 and 7 the real power, reactive power, voltage at bus 1
& 3 and STATCOM current are shown in two different cases which
are STATCOM with and without SMES unit. It is clear that compar-
atively the voltage regulation is perfect in the first case than the
second case with the continuous STATCOM current, which is due
to the charging current of the super conducting coil. But this will
increase the dynamic performance of the system. To verify that, the
variable voltage is set in the programmable three-phase voltage
source like 1, 0.9, 1.01, 1 p.u at 0, 0.2, 0.3, 0.4 sec respectively.
Initially the STATCOM is ineffective, and when the system voltage
is reduced to 0.9 p.u at t = 0.2 sec, the converter absorbs the reac-
tive power. At t = 0.3 sec, the supply voltage is increased to 1.01 p.u.
Now, the converter delivers the required excess reactive power and
Fig. 5. Transmission line current and voltage at different POC. Top: sending end,
Middle:middle of the transmission line, Bottom: receiving end. [X-axis voltage (blue)
Volts, Current (green) Amps].
Fig. 6. STATCOM without SMES in voltage control mode. Top: P–Q settings at bus
3,Middle: voltage at bus 1 and 3, Bottom: STATCOM current (X-axis: Current in Amp).
Fig. 7. STATCOM with SMES in voltage control mode. Top: P–Q settings at bus 3,
Middle: voltage at bus 1 and 3, Bottom: STATCOM current (X-axis: Current in Amp).
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maintains the real power constant in Q control mode as shown in
Figs. 8 and 9.
Also to examine the transient performance of the system, a three-
phase fault is introduced at t = 0.2 sec and it is cleared at t = 0.3 sec
in both cases i.e STATCOMwith and without SMES unit and its cor-
responding results are shown in Fig. 10. In STATCOMwithout SMES
unit, the charging current is almost nil but the response is slug-
gish, that is after clearing the fault, and it requires few cycles to come
up to steady state. Similarly in systemwith STATCOM and SMES con-
tinuous charging current is drawn from the line, but during fault
condition its response is more rapid.
Finally, by the complete numerical investigation results it could
be concluded that Available Power Transfer Capacity (ATC) is en-
hanced and guaranteed when STATCOM is integrated with SMES.
4. Conclusion
This research paper investigated and proposed ATC (available
power capacity) enhancement by exploiting the inherent combi-
nation of STATCOM and SMES, tested with a standard transmission
line power system. Further, performances are ensured by the de-
veloped numerical model in simulation software under various
designed working conditions. It is confirmed that the real power
flow from STATCOMwith SMES to power lines are enhanced during
peak loaded conditions. Moreover, the reactive power compen-
sated in both inductive and capacitive modes of operation, which
in turn enhanced the real power. Finally, this investigation work con-
firms that STATCOM with SMES proved to enhance the ATC in
existing transmission system with feasible operation.
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Fig. 8. Voltage fluctuation in the supply side without STATCOM. Top: P–Q settings
at bus 3,Middle: voltage at bus 1 and 3, Bottom: STATCOM current (X-axis: Current
in Amp).
Fig. 9. Voltage Fluctuation in the supply side with STATCOM-SMES. Top: P–Q set-
tings at bus 3, Middle: voltage at bus 1 and 3, Bottom: STATCOM current (X-axis:
Current in Amp).
Fig. 10. Response of system under three phase fault condition. P–Q settings at bus
3, Middle: voltage at bus 1 and 3, Bottom: STATCOM current. Top: without SMES,
Bottom: with SMES. [X-axis: Current in Amp].
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